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Solicitation Type Request for Proposals 

Police Department HVAC Replacement 

RFP # 009-2027 

Addendum #3  

Issued: September 22, 2026 

 

NOTICE TO ALL POTENTIAL VENDORS 

The “RFP” is modified as outlined in this Addendum. The original RFP Documents and 
any previously issued addenda remain in full force and effect, except as modified by this 
Addendum, which is hereby made part of the RFP Vendors shall consider this Addendum 
when preparing and submitting its Proposal. 

 

MODIFICATION TO THE RFP 

Note to Preparer of Addendum: This section shall be used to provide modifications to the 
RFP/RFQ/ITB. Examples include an extension of the submittal deadline; 
additions/deletions to the project scope or description; changes to the selection process 
or pre-submittal meetings; and changes to proposed evaluation criteria.  

Section 
Number 

Section Description of Change 

   

   

   

   

 

QUESTIONS AND ANSWERS 

The following questions and answers are provided as a matter of information to clarify 
issues raised about the RFP To the extent that changes to the RFP are required based on 
the questions received, the RFP has been modified as noted above in the Modification to 
the RFP section of this Addendum.  

Item Questions and Answers 
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Question: Did the ductwork get disconnected when they raised the unit and it 
blew under the roof, if so how extensive was the damage? 

Answer: The extent of damage is unknown, but there was ductwork separation.  

 

Question: Do we need to level the curb and shim before the new roof gets put 
down?  

Answer: Our intention after bid award is to coordinate with the roofer but have 
the new unit ready to set when the roofer says they are ready. 

 

Question: Do they need dehumidification, or just heat and a/c? 

Answer: No dehumidification needed for these units. 

 

Question: Do the AAONs need to be quoted with bacnet cards? 

Anwer: Yes, the new units will need to come with communication cards. Currently, 
they are operating off a LON Honeywell Excel controllers.  
 

 

Question: Will the AAONs need to be integrated into a system?  

Answer: Yes, they are the VAV units that will have to be integrated into the BAS. 
 

 

Question: Will the Honeywell Jace need to be replaced with the systems? If so 
can we get a device list or a set of as built drawings for the location?  

o Answer: I do not have a device list handy, but I do know that there is 
approximately 50 devices on the system. The existing JACE is a 600 model that is 
not licensed for BACnet. Therefore, a new JACE will be required. It is our 
recommendation that a JACE sized for 75 or 100 devices be used.  

o ALSO, note that the building is connected to the city wide N4 web supervisor that is 
actively maintained by UAC. The graphical interface will need to reused on the 
JACE, and platform access will need to be granted to UAC to be able to reconnect 
the new JACE onto the web supervisor.  
 

Question: Are there smoke detectors in the ductwork? 
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Answer: Yes.  

  

 

 

END OF ADDENDUM 

http://www.salisburync.gov/

